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Note: *The 208/230 V 20 kW and 25 kW heater kits include circuit breakers, so no fuse is needed.

Table 8: Single-point wiring kit

Unit model number Voltage-phase-frequency Heater kit Single-point wiring kit Unit fuse size (A) Heater fuse size (A)

PHE4B36

208-3-60

6HK06501025 S1-2SPWK031 20 25
6HK06501525 S1-2SPWK033 20 40

PHE4B48
6HK06501025 S1-2SPWK031 25 25
6HK06501525 S1-2SPWK033 25 40
6HK16502025 S1-2SPWK038 25 n/a*

PHE4B60

6HK06501025 S1-2SPWK031 30 25
6HK06501525 S1-2SPWK033 30 40
6HK16502025 S1-2SPWK038 30 n/a*
6HK16502525 S1-2SPWK038 30 n/a*

PHE4B36

230-3-60

6HK06501025 S1-2SPWK031 20 30
6HK06501525 S1-2SPWK033 20 45

PHE4B48
6HK06501025 S1-2SPWK031 25 30
6HK06501525 S1-2SPWK033 25 45
6HK16502025 S1-2SPWK038 25 n/a*

PHE4B60

6HK06501025 S1-2SPWK031 30 30
6HK06501525 S1-2SPWK033 30 45
6HK16502025 S1-2SPWK038 30 n/a*
6HK16502525 S1-2SPWK038 30 n/a*

 Figure 8:  Single-point wiring kit
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Table 9: Electrical data - 208-3-60 multi source power

Model

Compressor OD fan 
motor

Blower 
motor Electric heat option (208 V)

Multi source (208 V)
Circuit 1 

(compressor)
Circuit 2 

(heat)
Circuit 3 

(heat)

RLA LRA MCC FLA FLA Heater kit Heater 
(kW) Stages

Heater 
(A)

MCA1

(A)

Max fuse2 
or 

breaker3 

size 
(A)

MCA1

(A)

Max 
fuse2 or 
breaker3 

size 
(A) 

MCA1

(A)

Max 
fuse2 or 
breaker3 

size 

(A)

PHE4B36 8.5 70 13.2 1.7 3.8
none -- -- -- 16.1 20 -- -- -- --

6HK06501025 7.2 1 20 16.1 20 25 25 -- --
6HK06501525 10.8 1 30 16.1 20 37.5 40 -- --

PHE4A48 10.4 123 16.3 1.7 5.4

none -- -- -- 20.1 25 -- -- -- --
6HK06501025 7.2 1 20 20.1 25 25 25 -- --
6HK06501525 10.8 1 30 20.1 25 37.5 40 -- --
6HK16502025 14.4 2 40 20.1 25 25 25 25 25

PHE4B60 13.2 93 20.6 1.7 7

none -- -- -- 25.2 30 -- -- -- --
6HK06501025 7.2 1 20 25.2 30 25 25 -- --
6HK06501525 10.8 1 30 25.2 30 37.5 40 -- --
6HK16502025 14.4 2 40 25.2 30 25 25 25 25
6HK16502525 18 2 50 25.2 30 31.3 35 31.25 35

1. MCA = minimum circuit ampacity.
2. Maximum overcurrent protection per standard UL 1995.
3. Fuse or HACR circuit breaker is field installed.

Table 10: Electrical data - 230-3-60 multi source power

Model

Compressor OD fan 
motor

Blower 
motor Electric heat option (230 V)

Multi source (230 V)
Circuit 1 

(compressor)
Circuit 2 

(heat)
Circuit 3 

(heat)

RLA LRA MCC FLA FLA Heater kit Heater 
(kW) Stages Heater

(A)
MCA1

(A)

1. MCA = minimum circuit ampacity.

Max 
fuse2 or 
breaker3 

size 
(A)

2. Maximum overcurrent protection per standard UL 1995.
3. Fuse or HACR circuit breaker is field installed.

MCA1

(A)

Max 
fuse2 or 
breaker3 

size 

(A)

MCA1

(A)

Max 
fuse2 or 
breaker3 

size 
(A)

PHE4B36 8.5 70 13.2 1.7 3.8
none -- -- -- 16.1 20 -- -- -- --

6HK06501025 8.8 1 22.1 16.1 20 27.6 30 -- --
6HK06501525 13.2 1 33.2 16.1 20 41.5 45 -- --

PHE4A48 10.4 123 16.3 1.7 5.4

none -- -- -- 20.1 25 -- -- -- --
6HK06501025 8.8 1 22.1 20.1 25 27.6 30 -- --
6HK06501525 13.2 1 33.2 20.1 25 41.5 45 -- --
6HK16502025 17.6 2 44.3 20.1 25 27.7 30 27.7 30

PHE4B60 13.2 93 20.6 1.7 7

none -- -- -- 25.2 30 -- -- -- --
6HK06501025 8.8 1 22.1 25.2 30 27.6 30 -- --
6HK06501525 13.2 1 33.2 25.2 30 41.5 45 -- --
6HK16502025 17.6 2 44.3 25.2 30 27.7 30 27.7 30
6HK16502525 22 2 55.3 25.2 30 34.6 35 34.6 35

Table 11: Electric heat performance data: 208/230-3-60

Heater models1 Nominal kW 
at 240 V

Total heat kW staging
kW MBH W1 only W1 + W2

208 V 230 V 208 V 230 V 208 V 230 V 208 V 230 V
6HK06501025 9.6 7.2 8.8 24.6 30.1 7.2 8.8 7.2 8.8
6HK06501525 14.4 10.8 13.2 36.9 45.1 10.8 13.2 10.8 13.2
6HK16502025 19.2 14.4 17.6 49.2 60.2 7.2 8.8 14.4 17.6
6HK16502525 24.0 18.0 22.0 61.5 75.2 9 11 18 22

1. 6HK0 = no service disconnect. 6HK1 = with service disconnect.
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Note: Field-supplied external filters must be sized so as not to exceed 300 fpm air velocity through disposable filters. All three-phase models include 
an internal filter rack kit and washable filters. Refer to the instructions supplied with the kit for replacement filter sizes. Filter size B = 20 in. x 30 in.

Compressors
The compressor used in this product is specifically designed to operate
with R-410A refrigerant and cannot be interchanged with a different
type of compressor.

The compressor uses polyolester (POE) oil, Mobil 3MA POE. This oil is
extremely hygroscopic, meaning it absorbs water readily. POE oil can
absorb 15 times as much water as other oils designed for HCFC and
CFC refrigerants. If the refrigerant circuit is opened, take all necessary
precautions to avoid exposure of the oil to the atmosphere.

POE compressor lubricants are known to cause long-term damage to
some synthetic roofing materials.

Procedures that risk oil leakage include but are not limited to the follow-
ing:

• Replacing the compressor
• Repairing refrigerant leaks
• Replacing refrigerant components such as the filter drier, pressure

switch, metering device, or coil

Units are shipped with compressor mountings that are factory-adjusted
and ready for operation.

Table 12: Physical data

Models PHE4B36 PHE4B48 PHE4B60
Nominal tonnage 3.0 4.0 5.0
Refrigerant information Refrigerant type R-410A R-410A R-410A

Refrigerant charge (lb-oz) 9-6 14-4 11-10

Dimensions 
Length (in.) 51 1/4 51 1/4 51 1/4
Width (in.) 45 3/4 45 3/4 45 3/4
Height (in.) 47 53 55

Operating weight (lb) 420 479 485
Compressor type Scroll Scroll Scroll

Outdoor coil data

Face area (sq ft) 17.6 24.2 26.4
Rows 2 2 2
Fins per inch 22 22 22
Tube diameter (mm) 7 7 7
Circuitry type Interlaced Interlaced Interlaced
Refrigerant control TXV TXV TXV

Indoor coil data

Face area (sq ft) 6.3 6.3 6.3
Rows 3 4 4
Fins per inch 16 16 16
Tube diameter (in.)  3/8  3/8  3/8
Circuitry type Interlaced Interlaced Interlaced
Refrigerant control TXV TXV TXV

Outdoor fan data

Fan diameter (in.) 26 26 26
Type Prop Prop Prop
Drive type Direct Direct Direct
Number of speeds 1 1 1
Motor (hp) 1/3  1/3  1/3
RPM 850 850 850
Nominal total CFM 3450 4000 4000

Direct drive indoor 
blower data

Fan size (in.) 11 x 10 11 x 10 11 x 10
Type Centrifugal Centrifugal Centrifugal
Motor (hp)  1/2  3/4 1
RPM (maximum) 1200 1200 1200
Frame size (in.) 48 48 48

Filter size B B B

 CAUTION
This system uses R-410A refrigerant, which operates at higher pres-
sures than R-22. No other refrigerant may be used in this system.

 CAUTION
Do not leave the system open to the atmosphere. Unit damage could
occur due to moisture being absorbed by the POE oil in the system.
This type of oil is highly susceptible to moisture absorption

!

!

 CAUTION
Exposure, even if immediately cleaned up, may cause embrittlement
(leading to cracking) to occur in one year or more. When performing
any service that may risk exposure of compressor oil to the roof, take
precautions to protect roofing.

 CAUTION
Do not loosen compressor mounting bolts.

!

!
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Phasing
Three-phase, scroll compressors operate in only one direction. If the
scroll is drawing low amperage, has similar suction and discharge pres-
sures, or is producing a high noise level, the scroll compressor motor
may be experiencing out-of-phase rotation and must be corrected.   
If necessary, change the incoming line connection phasing to obtain the
correct rotation.

Section V: Airflow performance

Notes:
Airflow is tested with dry coil conditions, without air filters, at 230 V.
Applications above 0.8 in. W.C. external static pressure are not recommended.
A brushless DC high-efficiency standard ECM blower motor is used for all indoor blower assemblies.
Minimal variations in airflow performance data result from operating at 208 V. The data in the table can be used in those cases.
Heating applications are tested at 0.50 in. W.C. external static pressure. Cooling applications are tested per AHRI Standard 210/240.
The differences between side duct airflows and bottom duct airflows are insignificant. 

 CAUTION
Scroll compressors require proper rotation to operate properly. Fail-
ure to check and correct rotation may result in property damage.

!

Table 13: Airflow performance - side duct application

Model Motor speed
External static pressure (in. W.C.)

0.1 0.2 0.3 0.4 0.5 0.6 0.7 0.8 1.0
SCFM SCFM SCFM SCFM SCFM SCFM SCFM SCFM SCFM

PHE4B36

Low (1) 880 830 770 690 620 550 500 440 200
Medium low (2) 1180 1130 1090 1040 990 930 860 780 670

Medium (3) 1310 1270 1230 1190 1140 1100 1040 970 840
Medium high (4) 1520 1480 1440 1410 1360 1320 1270 1230 1110

High (5) 1700 1660 1620 1590 1550 1500 1460 1420 1340

PHE4B48

Low (1) 1190 1140 1090 1030 970 910 850 790 680
Medium low (2) 1420 1380 1350 1300 1250 1210 1160 1100 990

Medium (3) 1630 1590 1560 1520 1490 1440 1390 1350 1240
Medium high (4) 1730 1690 1660 1620 1590 1540 1500 1450 1350

High (5) 2010 1980 1940 1910 1870 1840 1810 1770 1640

PHE4B60

Low (1) 1340 1290 1240 1190 1140 1110 1050 1000 870
Medium low (2) 1660 1620 1580 1540 1500 1470 1430 1390 1310

Medium (3) 1900 1870 1840 1800 1760 1730 1690 1650 1580
Medium high (4) 2020 1990 1960 1920 1880 1850 1810 1770 1700

High (5) 2250 2210 2190 2160 2120 2080 2050 2000 1970

Table 14: Electric heat minimum supply air 

Model Voltage-phase-frequency
Minimum blower speed for electric heat

Heater (kW)
10 15 20 25

PHE4B36 208/230-3-60 Medium (3) High (5) -- --
PHE4B48 208/230-3-60 Medium low (2) High (5) High (5) --
PHE4B60 208/230-3-60 Medium high (4) Medium high (4) Medium high (4) Medium high (4)

Table 15: Electric heat multipliers

Voltage (V)
kW capacity multipliers1

Nominal Applied

240
208 0.75
230 0.92

1. Electric heaters are rated at nominal voltage. Use this table to determine the electric heat capacity for heaters applied at lower voltages.
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Section VI: Operation
The following sequences of operation are based on using a single-
stage heat pump thermostat.

Cooling sequence of operation
1. When the fan switch on the thermostat is in the on position, the 24 V

at G bring on the indoor blower motor at the selected airflow. When
the fan switch on the thermostat is in the auto position, the blower
operates only when there is a call for cooling or heating by the ther-
mostat.

2. On a call for cooling, the thermostat sends 24 V to Y and O on the
demand defrost control board. The reversing valve solenoid is ener-
gized, and after the anti-short cycle period is complete, contactor
coil M is energized. Power is supplied to the compressor and out-
door fan motor, and the reversing valve switched to the cooling
position. When the fan switch on the thermostat is in the auto posi-
tion, the indoor blower motor is energized at the YSPD airflow. 

3. When the demand for cooling has been satisfied, the 24 V Y signal
is removed, and the M contactor is de-energized. When the fan
switch on the thermostat is in the on position, the indoor blower
motor continues to run at GSPD. If the fan switch is in the auto posi-
tion, the indoor motor ramps down after a 60 s delay.

Heating sequence of operation
1. When the fan switch on the thermostat is in the on position, the 24 V

at G bring on the indoor blower motor at the GSPD. When the fan
switch on the thermostat is in the auto position, the blower operates
when there is a call for heating by the thermostat. 

2. On a call for heating, the thermostat sends 24 V to Y on the
demand defrost control board. After the anti-short cycle period is
complete, the 24 V signal energizes contactor coil M and power is
supplied to the compressor and outdoor fan motor. The reversing
valve remains in the heating position. When the fan switch on the
thermostat is in the auto position, the indoor blower is energized at
the YSPD.

3. For units equipped with supplementary electric heat, when the heat
pump cannot meet the demand, the thermostat W sends 24 V. This
signal is sent through the demand defrost control board terminals
W to Wout and energizes the WSPD. The 24 V signal energizes the
first stage of electric heat. 

4. When the heating demand is satisfied, the electric heat is de-ener-
gized when the 24 V W signal is removed, and the M contactor is
de-energized when the 24 V Y signal is removed. When the fan
switch on the thermostat is in the on position, the indoor blower
continues to run. When the fan switch is in the auto position, the
indoor blower motor ramps down after a 60 s delay.

See Table 15 for more information.

Defrost operation
The demand defrost control board implements a temperature differen-
tial (delta-T) demand defrost algorithm. The heat pump is allowed to
operate in heating mode until the combination of outdoor ambient and
outdoor coil temperatures indicate that defrosting is necessary. When
the coil temperature is below the initiate point for the ambient tempera-
ture continuously for 4 1/2 min, the heat pump is put into a defrost cycle.
This 4 1/2 min timer eliminates unnecessary defrost cycles caused by
refrigeration surges such as those that occur at the start of a heating
cycle.
A timed inhibit feature prevents the system from responding to a call for
defrost less than 40 min after the initiation of the previous defrost. After
the 40 min inhibit time has expired, temperature conditions must call for
defrost continuously for 4 1/2 min before a defrost cycle is initiated. A
temperature inhibit feature prohibits defrost if the coil temperature is
above 40°F.
A forced defrost feature puts the system into a defrost period every 6 h
and 4 min of accumulated compressor runtime to recirculate lubricants,
unless the coil temperature is above 40°F and the ambient temperature
is above 50°F. All defrost timing occurs only while the compressor is on.
The defrost curve selection can be switched to pin 4 if a more aggres-
sive defrost cycle is necessary.
During the defrost mode, the reversing valve is energized, the outdoor
fan is de-energized, the compressor is energized, and the demand
defrost control board provides a 24 V signal from terminal W out to
energize the first stage of electric heat, if the unit is so equipped.
For troubleshooting purposes, the defrost cycle can be manually initi-
ated by shorting the test pins together for 5 s while Y is energized. After
removing the short, defrost terminates normally during the test mode.

Table 16: Additional static resistance

Size (ton) CFM Wet indoor coil Economizer1

1. The pressure drop through the economizer is greater for 100% outdoor air than 
for 100% return air. If the resistance of the return air duct is less than 0.25 IWG, 
the unit delivers less CFM during full economizer operation.

Note: Filter pressure drop is based on standard filter media tested at velocities not 
to exceed 300 ft/min.

Filter/frame kit

036 (3.0)

700 0.01 0.00 0.04
800 0.02 0.01 0.06
900 0.03 0.01 0.08
1000 0.04 0.01 0.10
1100 0.05 0.01 0.13
1200 0.06 0.02 0.16
1300 0.07 0.03 0.17
1400 0.08 0.04 0.18

048 (4.0)

1100 0.02 0.02 0.04
1200 0.03 0.02 0.04
1300 0.04 0.02 0.05
1400 0.05 0.03 0.05
1500 0.06 0.04 0.06
1600 0.07 0.04 0.07
1700 0.07 0.04 0.08
1800 0.08 0.04 0.09
1900 0.09 0.05 0.10
2000 0.09 0.05 0.11

060 (5.0)

1100 0.02 0.02 0.04
1200 0.03 0.02 0.04
1300 0.04 0.02 0.05
1400 0.05 0.03 0.05
1500 0.06 0.04 0.06
1600 0.07 0.04 0.07
1700 0.07 0.04 0.08
1800 0.08 0.04 0.09
1900 0.09 0.05 0.10
2000 0.09 0.05 0.11

Table 17: Demand defrost selection

Unit Pin position
024–060 2
024–060  4*
Note: *For extreme environments as necessary only.
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Heat pump safety switch operation
The unit is equipped with a safety package. The high-pressure switch
prevents the pressure in the refrigeration system from becoming too
high. The loss of charge switch protects against loss of charge due to a
leak in the refrigeration system. If either of these safety switches open,
the unit is shut off for the 5 min anti-short cycle time. Once this has
expired, a 6 h elapsed run timer begins. If a second opening of a safety
switch occurs during this 6 h period, the compressor is locked out.
To reset the lockout function, follow these steps:
1. On the demand defrost control board, remove power from the ther-

mostat first-stage (Y) input for more than 2 s.
2. Remove power from R for more than 2 s.
3. Short the test pins together for more than 2 s while Y is energized.
4. Short the test pins together for more than 5 s while Y is de-ener-

gized.

Electric heat limit switch operation
6HK three-phase heat kits use a normally closed low-voltage limit
switch, a normally closed line voltage limit switch, and a normally
closed fusible link. If the fusible link opens, it must be replaced with the
appropriate OEM part and the cause must be investigated and cor-
rected.
When the limit switch opens, the heating elements turn off. The indoor
blower continues to run. The limit switch automatically resets when the
temperature has fallen to a normal level, at which time the heating ele-
ments turn on again.

Note: The motor program has a 60 s blower off delay on all five speed taps.

 Figure 9:  Demand defrost control board

DEFROST CURVE

SELECTION JUMPER

STATUS LED

TEST PINS

A0349-001

Table 18: Test pins

Test pin shorted With Y call Without Y call
> 2 s Bypass ASCD Display error codes
> 5 s Forced defrost Clear error codes

Table 19: Demand defrost fault codes

Description Status LED
High-pressure switch fault (not in lockout yet) 2 flashes
System in high-pressure switch lockout (last mode of 
operation was normal compressor) 3 flashes

System in high-pressure switch lockout (last mode of 
operation was defrost) 4 flashes

System in loss of charge switch lockout (last mode of 
operation was normal compressor) 5 flashes

Low voltage (<19.2 VAC) preventing further relay 
outputs for > 2 s 6 flashes

Low voltage (<16 VAC) stopped current relay outputs 
for > 2 s 7 flashes

Liquid line sensor failure (open or shorted) 8 flashes
Outdoor ambient sensor failure (open or shorted) 9 flashes
Control failure 10 flashes

Table 20: Thermostat signals 

Signal State Board function

G
On Indoor blower instant on
Off Indoor blower off after 60 s delay

W
On

Indoor blower instant on
Electric heat stages on (if so equipped)

Off
Electric heat stages off (if so equipped)
Indoor blower off after 60 s delay

G and W
On

Indoor blower instant on in heating speed
Electric heat stages on (if so equipped)

W off
Electric heat stages off (if so equipped)
Indoor blower switches to continuous fan speed

G and Y

On

Outdoor fan instant on
Indoor blower instant on in cooling speed
Compressor on (after any anti-short cycle delay)
System operates in heat pump heating mode

Y off
Compressor instant off
Outdoor fan instant off
Indoor blower switches to continuous fan speed

G, Y, and 
O

On

Outdoor fan instant on
Indoor blower instant on in cooling speed
Compressor on (after any anti-short cycle delay)
Reversing valve energized
System operates in cooling mode

Y and O 
off

Compressor instant off
Outdoor fan instant off
Reversing valve de-energized
Indoor blower switches to continuous fan speed
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Charging
To check or adjust the unit charge, follow these steps:
1. Connect a temperature probe to the compressor discharge line

approximately 6 in. away from the compressor shell.
2. Connect a high side refrigerant pressure gauge to the unit dis-

charge pressure port. 
3. Record the discharge line temperature and discharge pressure.

Using an R-410A temperature pressure chart, convert the gauge
pressure to saturation temperature. The difference between dis-
charge saturation temperature and discharge line temperature is
discharge superheat.

4. Obtain an entering indoor wet bulb temperature reading.
5. Compare the readings taken to the unit charging chart.

Startup
1. Check the electrical supply voltage being supplied. Ensure that it is

within the specified range stated on the unit data plate.
2. Make sure all electrical connections are tight.
3. If the unit is connected to 208 V supply power, wire the control

transformer accordingly.
4. Turn on the electrical power to the unit.
5. Set the room thermostat to the cool position and set the tempera-

ture setting on the thermostat lower than the room temperature to
create a call for cooling.

6. Measure the total external static pressure and set the blower motor
cooling speed appropriately according to Table 13.

7. If an optional electric heat kit is installed, make sure the minimum
blower speed required according to Table 14 is set.

8. Make sure that all unit panels are in place and secured and that an
air filter is installed.

Compressor rotation
Three-phase, scroll compressors operate in only one direction. If the
scroll is drawing low amperage, has similar suction and discharge pres-
sures, or is producing a high noise level, the scroll compressor motor
may be experiencing out-of-phase rotation and must be corrected.
Change the incoming line connection phasing to obtain the proper rota-
tion.

Measuring external static pressure
1. Measure the supply air static pressure and record this positive num-

ber.
2. Measure the return air static pressure and record this negative

number.
3. Treat the negative number as a positive and add the two numbers

together. This is the total external static pressure.

 Figure 10:  Measuring external static pressure

 LO PORT

A0434-002

RETURN AIR DUCT 

SUPPLY AIR DUCT 

MAX. PRESSURE 15 PSIG

INCHES OF WATER

HI PORT
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Section VII: Maintenance

Periodic maintenance consists of changing or cleaning filters and gen-
eral cleaning of the outdoor coil. 

Filters 
Inspect filters once a month. Replace disposable filters or clean perma-
nent filters as necessary. 
Note: Do not replace permanent filters with disposable filters. 

Motors 
The indoor blower motor and outdoor fan motor are permanently lubri-
cated and require no maintenance.

Outdoor coil
Do not allow dirt to accumulate on the outdoor coil surface or other
parts in the air circuit. Clean as often as necessary to keep the coil
clean. If using water to clean the coil, make sure that the power to the
unit is shut off before cleaning.

Troubleshooting

 WARNING
Prior to any of the following maintenance procedures, shut off all
power to the unit, to avoid personal injury.

!
 CAUTION

Exercise care when cleaning the coil so that the coil fins are not dam-
aged.
Do not permit the hot outdoor air discharge outlet to be obstructed by
overhanging structures or shrubs.

NOTICE
Do not use a pressure washer as coil fin damage will occur.

 WARNING
Troubleshooting of components necessarily requires opening the
electrical control box with the power connected to the unit. Use
extreme care when working with live circuit! Check the unit name-
plate for the correct range before making any connections with line
terminals.

 CAUTION
The wire number or color and terminal designations referred to may
vary. Check the wiring label inside the control box access panel for
the correct wiring.

!

!

!
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 Figure 11:  R-410A quick reference guide

R-410A QUICK REFERENCE GUIDE

Refer to Installation Instructions for specific installation requirements

R-410A refrigerant operates at 50 - 70 percent higher pressures than R-22. Be sure that servicing 

equipment and replacement components are designed to operate with R-410A. 

R-410A refrigerant cylinders are rose colored. 

Recovery cylinder service pressure rating must be 400 psig, DOT 4BA400, or DOT BW400.

Recovery equipment must be rated for R-410A.

DO NOT  use R-410A service equipment on R-22 systems. All hoses, gages, recovery cylinders, charging 

cylinders and recovery equipment must be dedicated for use on R-410A systems only.

Manifold sets must be at least 700 psig high side, and 180 psig low side, with 550 psig retard.

All hoses must have a service pressure rating of 800 psig.

Leak detectors must be designed to detect HFC refrigerants.

Systems must be charged with liquid refrigerant. Use a commercial type metering device 

in the manifold hose.

R-410A can only be used with POE type oils.

POE type oils rapidly absorb moisture from the atmosphere.

Vacuum pumps will not remove moisture from R-410A refrigerant oils.

Do not use liquid line driers with a rated working pressure rating less than 600 psig.

Do not install suction line driers in the liquid line.

A liquid line drier is required on every unit.

Do not use a R-22 TXV. If a TXV is to be used, it must be a R-410A TXV.

Never open system to atmosphere when under a vacuum.

If system must be opened for service, evacuate system then break the vacuum with dry nitrogen 

and replace all filter driers.

Third-Party Trademarks Notice: For information about third-party trademarks, refer to the relevant company websites.



6317735-UIM-A-0423

Johnson Controls Ducted Systems 17

Section VIII: Typical wiring diagrams

 Figure 12:  Connection wiring diagram
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(COOLING SPEED)

(HEATING SPEED)
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4
5
6

FEMALE CONNECTOR
FOR 6HK HEATER KIT

YEL 33

BLU 28

PUR 2

RED 30
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4

LINE VOLTAGE

FIELD INSTALLED POWER

LOW VOLTAGE
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RED 9
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0
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WHT 34

ORG 31

BLU 39

THREE PHASE
HEAT PUMP WITH OR WITHOUT

ELECTRIC HEAT

CONNECTION WIRING DIAGRAM
CAUTION - OPEN ALL DISCONNECTS

BEFORE SERVICING THIS UNIT

Demand Defrost Fault Codes
Flashes Fault Condition

10  RED FLASHES
9   RED FLASHES
8   RED FLASHES
7   RED FLASHES
6   RED FLASHES
5   RED FLASHES
4   RED FLASHES
3   RED FLASHES
2   RED FLASHES

RAPID RED
SLOW RED

STEADY RED
LED OFF NO POWER TO CONTROL

COMPRESSOR OPERATION ACTIVE - COMPRESSOR CONTACTOR ENERGIZED
CONTROL NORMAL OPERATION - NO CALL FOR COMPRESSOR
CONTROL NORMAL OPERATION - ASCD (ANTI SHORT CYCLE DELAY) ACTIVE
HIGH-PRESSURE SWITCH FAULT ( NOT IN LOCKOUT YET )
SYSTEM IN HIGH-PRESSURE SWITCH LOCKOUT ( LAST MODE OF OPERATION WAS NORMAL COMPRESSOR)
SYSTEM IN HIGH-PRESSURE SWITCH LOCKOUT ( LAST MODE OF OPERATION WAS DEFROST)
SYSTEM IN LOW-PRESSURE SWITCH LOCKOUT ( LAST MODE OF OPERATION WAS NORMAL COMPRESSOR)
LOW VOLTAGE (<19.2 VAC) PREVENTING FURTHER RELAY OUTPUTS FOR > 2 SECONDS
LOW VOLTAGE (< 16 VAC) STOPPED CURRENT RELAY OUTPUTS FOR > 2 SECONDS 
LIQUID LINE SENSOR FAILURE ( OPEN OR SHORTED)
OUTDOOR AMBIENT SENSOR FAILURE ( OPEN OR SHORTED)
CONTROL FAILURE 

SECOND STAGE RELAY
OR SEQUENCER

FIRST STAGE RELAY
OR SEQUENCER

24V COMMON

FOR WIRING WITH ELECTRIC HEATERS
SEE SCHEMATIC ON HEATER ACCESSORY.

BLOWER
MOTOR

SEE NOTE 8

 3A
FUSE

208/230-3-60

XFMR

1. ALL FIELD WIRING TO BE ACCOMPLISHED FOLLOWING CITY, LOCAL AND/OR
NATIONAL CODES IN EFFECT AT THE TIME OF INSTALLATION OF THE UNIT.

2. CAUTION : LABEL ALL WIRES PRIOR TO DISCONNECTION WHEN SERVICING
CONTROLS. WIRING ERRORS CAN CAUSE IMPROPER AND DANGEROUS
OPERATION. IF ANY OF THE WIRING, AS SUPPLIED WITH THE UNIT, MUST
BE REMOVED, IT MUST BE REPLACED WITH TYPE 105 C. 600 VOLT
WIRE OR EQUIVALENT CLEARLY RENUMBERED FOR IDENTIFICATION.
VERIFY PROPER OPERATION AFTER SERVICING.

3. FACTORY WIRED FOR 230 VOLT THREE-PHASE SUPPLY POWER. FOR 208 VOLT,
MOVE BLACK WIRES FROM THE 230 TO THE 208 VOLT TAP ON THE TRANSFORMER.

4. MOTORS ARE INHERENTLY PROTECTED.

NOTES:

CRANKCASE
 HEATER

G
R

N

TEMPERATURE
SWITCH

OPTIONAL CRANKCASE HEATER

BLK

BLK

BLK

THIS UNIT IS WIRED
FOR THREE-PHASE POWER.

DO NOT CONNECT TO
A SINGLE-PHASE SUPPLY.

NOTICE

L3 T3

CONTACTOR

CONTACTOR

CONTACTOR

5. SEE UNIT NAMEPLATE FOR MAXIMUM FUSE AND/OR CIRCUIT BREAKER SIZE
AND MINIMUM CIRCUIT AMPACITY.

6. SELECT COOLING (YELLOW) BLOWER SPEED THAT WILL DELIVER
APPROXIMATELY 400 CFM/TON FOR  COOLING AND HEAT PUMP OPERATION.

7. IF ELECTRIC HEATING IS INSTALLED, SELECT A HEATING (WHITE/GRAY)
BLOWER SPEED THAT DELIVERS SUFFICIENT AIRFLOW FOR THE AMOUNT
(KW) OF HEAT INSTALLED. SEE TABLE IN INSTALLATION INSTRUCTIONS.

8. BLOWER MOTOR SPEED CONNECTIONS SHOWN ARE TYPICAL,
BUT MAY VARY BY MODEL AND APPLICATION.

5146414-UWD-A-0715
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 Figure 13:  Ladder wiring diagram

THREE PHASE
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ELECTRIC HEAT

CAUTION - OPEN ALL DISCONNECTS
BEFORE SERVICING THIS UNIT
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WIRING DIAGRAM FOR
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6HK06501825
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SEE HEATER WIRING DIAGRAM FOR ALTERNATE
HEATER ACCESSORY KITS.

OPTIONAL ELECTRIC
HEATER ACCESSORY

OPTIONAL CRANKCASE HEATER WIRING

L3T3

L3

YEL

L1

L2

L3

HE6 HE5

HE4HE3

HE2 FL

FL

FL

FL

FL

L1

L2

L3

GND

1

2

3
4
5
6

RLY 4

RLY 5

RLY 6

RLY 1

RLY 2

RLY 3

HE1FL

LS LS

WHT

BLU

PUR

RED/WHT

BLK

BRN

BLU

BLU

BLU
BLU

BLU
BLU

YEL
YEL

YEL
YEL

BLK
BLK

BLK

BLK

YEL

BLK

BLK

BLU

YE
L

BL
K

YEL

BLU

BLU

YEL

BLK

BLU

W
H

T
W

H
T

W
H

T
W

H
T

BL
U

BL
U

BL
U

BL
U

SEE NOTE 8

GND

LINE VOLTAGE

FIELD INSTALLED POWER

LOW VOLTAGE

FIELD INSTALLED CONTROL

Demand Defrost Fault Codes
Flashes Fault Condition

10  RED FLASHES
9   RED FLASHES
8   RED FLASHES
7   RED FLASHES
6   RED FLASHES
5   RED FLASHES
4   RED FLASHES
3   RED FLASHES
2   RED FLASHES

RAPID RED
SLOW RED

STEADY RED
LED OFF NO POWER TO CONTROL

COMPRESSOR OPERATION ACTIVE - COMPRESSOR CONTACTOR ENERGIZED
CONTROL NORMAL OPERATION - NO CALL FOR COMPRESSOR
CONTROL NORMAL OPERATION - ASCD (ANTI SHORT CYCLE DELAY) ACTIVE
HIGH-PRESSURE SWITCH FAULT ( NOT IN LOCKOUT YET )
SYSTEM IN HIGH-PRESSURE SWITCH LOCKOUT ( LAST MODE OF OPERATION WAS NORMAL COMPRESSOR)
SYSTEM IN HIGH-PRESSURE SWITCH LOCKOUT ( LAST MODE OF OPERATION WAS DEFROST)
SYSTEM IN LOW-PRESSURE SWITCH LOCKOUT ( LAST MODE OF OPERATION WAS NORMAL COMPRESSOR)
LOW VOLTAGE (<19.2 VAC) PREVENTING FURTHER RELAY OUTPUTS FOR > 2 SECONDS
LOW VOLTAGE (< 16 VAC) STOPPED CURRENT RELAY OUTPUTS FOR > 2 SECONDS 
LIQUID LINE SENSOR FAILURE ( OPEN OR SHORTED)
OUTDOOR AMBIENT SENSOR FAILURE ( OPEN OR SHORTED)
CONTROL FAILURE 

1. ALL FIELD WIRING TO BE ACCOMPLISHED FOLLOWING CITY, LOCAL AND/OR
NATIONAL CODES IN EFFECT AT THE TIME OF INSTALLATION OF THE UNIT.

2. CAUTION : LABEL ALL WIRES PRIOR TO DISCONNECTION WHEN SERVICING
CONTROLS. WIRING ERRORS CAN CAUSE IMPROPER AND DANGEROUS
OPERATION. IF ANY OF THE WIRING, AS SUPPLIED WITH THE UNIT, MUST
BE REMOVED, IT MUST BE REPLACED WITH TYPE 105 C. 600 VOLT
WIRE OR EQUIVALENT CLEARLY RENUMBERED FOR IDENTIFICATION.
VERIFY PROPER OPERATION AFTER SERVICING.

3. FACTORY WIRED FOR 230 VOLT THREE-PHASE SUPPLY POWER. FOR 208 VOLT,
MOVE BLACK WIRES FROM THE 230 TO THE 208 VOLT TAP ON THE TRANSFORMER.

4. MOTORS ARE INHERENTLY PROTECTED.

NOTES:

THIS UNIT IS WIRED
FOR THREE-PHASE POWER.

DO NOT CONNECT TO
A SINGLE-PHASE SUPPLY.

NOTICE

5. SEE UNIT NAMEPLATE FOR MAXIMUM FUSE AND/OR CIRCUIT BREAKER SIZE
AND MINIMUM CIRCUIT AMPACITY.

6. SELECT COOLING (YELLOW) BLOWER SPEED THAT WILL DELIVER
APPROXIMATELY 400 CFM/TON FOR  COOLING AND HEAT PUMP OPERATION.

7. IF ELECTRIC HEATING IS INSTALLED, SELECT A HEATING (WHITE/GRAY)
BLOWER SPEED THAT DELIVERS SUFFICIENT AIRFLOW FOR THE AMOUNT
(KW) OF HEAT INSTALLED. SEE TABLE IN INSTALLATION INSTRUCTIONS.

8. BLOWER MOTOR SPEED CONNECTIONS SHOWN ARE TYPICAL,
BUT MAY VARY BY MODEL AND APPLICATION.
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Section IX: Start-up sheet
 

Residential Package Unit Heat Pump or Cooling Only with Electric Heat Start-Up Sheet 
 Correct start-up is critical to customer comfort and equipment longevity   

  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
  
 

  
  

 Blower type  
and  

set-up

A B C D

Total external static pressure

Slab Roof curb Supply Return

Condensate drain correctly connected per the installation instructions Condensate trap has been primed with water

Duct connections are complete:

Filter size

Unit is level and installed on:

Filters installed Filter located inside Filter located outside

New construction

Grade level

Roof level

Commercial

Residential

Line voltage present at disconnect

Low voltage present at control board R and C

Ground connected

Start-up technicianCompany name

EconomizerTransformer kit Roof curb kit Burglar bar kit

Filter frame kit

Three phaseSingle phase

Two-stage compressorSingle-stage compressor

208 VAC 230 VAC 460 VAC 575 VAC

Anti-recycle timer

Measured voltage L1 to L2 L2 to L3 L1 to L3

Total amperes L1 L2 L3Compressor amperes L1 L2 L3

Measured voltage R and C outdoor unit control board

Airflow setup

Supply static (in. W.C.) Supply air dry bulb temperature

Return air dry bulb temperature

Temperature drop

1 2 3 4 5

A B C D

Outside air dry bulb temperature

Return air wet bulb temperature

Supply air wet bulb temperature

Return static (in. W.C.)

Electrical connections and inspection (Check all that apply)

Equipment data

Additional kits and accessories installed (Check all that apply)

Enhanced ECM

Standard ECM

Standard ECM

COOL

DELAY

A B C DHEAT

Name Address

City State or province Zip or postal code

Daytime phone

Unit model number Unit serial number

Transformer wired correctly for primary supply voltageInspect wires and electrical connections

Unit location and connections (Check all that apply)

General information (Check all that apply)

Start-up date

Refrigerant safety kit Low ambient kit Crankcase heater

Hail guard kit

Manual fresh air damper kit Motorized fresh air damper kit

Filters

Owner information

COOL

HEAT 1 2 3 4 5

Number of filters

Down flow

Side flowRetrofit
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Measured amperage

Measured voltage

Heating return air  

dry bulb temperature

Number  

of elements

Heating supply air  

dry bulb temperature
Air temperature rise

Single phase

Three phase

Refrigerant charge and metering device

Subcooling

R-410A R-454B

Discharge line  

temperature Superheat 

Discharge pressureData plate - lb-oz

Explain operation of system to equipment owner

Explain the importance of regular filter replacement and equipment maintenance 

Clean up job site

Owner education

Comments and additional job details

Provide owner with the owner's manual

Explain thermostat use and programming (if applicable) to owner 

Unit operation and cycle test
Operate the unit through continuous fan cycles from the thermostat, noting and correcting any problems

Operate the unit through cooling cycles from the thermostat, noting and correcting any problems

Operate the unit through mechanical heating cycles from the thermostat, noting and correcting any problems

Operate the unit through emergency heating cycles from the thermostat, noting and correcting any problems

Job site has been cleaned and indoor and outdoor debris removed from job site

Tools have been removed from unit

All panels have been installed

TXV

Liquid line temperatureSuction pressure

Suction line temperature

Electric heat kit   -   Model number Serial number Rated kW

Heater 1

Heater 6

Heater 3

Heater 5

Heater 2

Heater 4

Heater 1

Heater 4

Heater 2

Heater 5

Heater 3

Heater 6

Electric heat (supplemental and emergency heat)


